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THIS PROJECT INCLUDES A ONE-STORY, 7,500 SQUARE FOOT SHOWROOM ADDITION TO AN
EXISTING 17,500 SQUARE FOOT ATV DEALERSHIP THAT IS LOCATED IN CROSSVILLE, TN.

CONSTRUCTION TYPE IS TYPE IlI-B NONSPRINKLERED UNPROTECTED NON-COMBUSTIBLE PER THE
2018 INTERNATIONAL BUILDING CODE.

INTERIORS WILL BE FINISHED OUT WITH EXPOSED PRE-ENGINEERED METAL BUILDIING WALLS,
AND EXPOSED CEILINGS. FLOOR FINISH TO BE SEALED CONCRETE.

ALL SPECIFICATIONS ARE INCLUDED IN THE DRAWINGS.
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CODE ANALYSIS

VICINITY MAP

LOCAL ADOPTED CODES:

BUILDING CODE:
ACCESSIBILITY CODE:
ENERGY CODE:

FIRE CODE:
MECHANICAL CODE:
PLUMBING CODE:
ELECTRICAL CODE:

STATE ADOPTED CODES:

BUILDING CODE:
ACCESSIBILITY CODE:
GAS CODE:

ENERGY CODE:

FIRE CODE:
MECHANICAL CODE:
PLUMBING CODE:
ELECTRICAL CODE:

CONSTRUCTION TYPE:
OCCUPANCY GROUP:

2018 INTERNATIONAL BUILDING CODE

2010 ADA STANDARDS FOR ACCESSIBLE DESIGN
2018 INTERNATIONAL ENERGY CONSERVATION CODE
2018 INTERNATIONAL FIRE CODE

2018 INTERNATIONAL MECHANICAL CODE

2018 INTERNATIONAL PLUMBING CODE

2017 NFPA 70 NATIONAL ELECTRICAL CODE

2012 INTERNATIONAL BUILDING CODE

2010 ADA STANDARDS FOR ACCESSIBLE DESIGN
2012 INTERNATIONAL FUEL CODE

2012 INTERNATIONAL ENERGY CONSERVATION CODE
2012 INTERNATIONAL FIRE CODE

2012 INTERNATIONAL MECHANICAL CODE

2012 INTERNATIONAL PLUMBING CODE

2017 NFPA 70 NATIONAL ELECTRICAL CODE

TYPE 11I-B NONSPRINKLERED UNPROTECTED NON-COMBUSTIBLE
BUSINESS GROUP B
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AREA INCREASE CALCS

NUMBER OF STORIES ALLOWED:

NUMBER OF STORIES PROPOSED:

HEIGHT OF BUILDING ALLOWED:

HEIGHT OF BUILDING PROPOSED:

BUILDING PROPOSED SQUARE FOOTAGE :

BUILDING ALLOWABLE SQUARE FOOTAGE [TABLE 500] :

BUILDING ALLOWABLE SQUARE FOOTAGE AREA INCREASE :

CLIMATE ZONE:

3

1

65ft

22ft
25,000sf
19,000sf
33.250sf
ZONE 4A

If = [F/P-0.25] W/30

If = [ 700/700 - 0.25] 3%

If=0.75

Aa = {At + [Atx If] }
Aa = {19,000 + [19,000 x 0.75] }

Aa = 33,250sf
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